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. s G, Report ID: HP - 110727
Date: 1/1/2013 Time: 08:00 AM MWHP
Property: Customer: Real Estate Professional:
115 E. Ogden T. Smith
Naperville IL

. t K Definiti

The following definitions of comment descriptions represent this inspection report. All comments by the inspector
should be considered before purchasing this home. Any recommendations by the inspector to repair or replace
suggests a second opinion or further inspection by a qualified contractor. All costs associated with further inspection
fees and repair or replacement of item, component or unit should be considered before you purchase the property.

Inspected (IN) = I visually observed the item, component or unit and if no other comments were made then it
appeared to be functioning as intended allowing for normal wear and tear.

Not Inspected (NI)= I did not inspect this item, component or unit and made no representations of whether or
not it was functioning as intended and will state a reason for not inspecting.

Not Present (NP) = This item, component or unit is not in this home or building.
Repair or Replace (RR) = The item, component or unit is not functioning as intended, or needs further inspection

by a qualified contractor. Items, components or units that can be repaired to satisfactory condition may not need
replacement.

Standards of Practice: In Attendance: Type of building:

BPI Building Performance Institute Customer Single Family (2.5 story)

Home Faces: Weather: Ground/Soil surface condition:
South Clear Damp

Precipitation in last 3 days:
Yes
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OPERTY SERVICES INC.

Customer
T. Smith

Address
115 E. Ogden
Naperville IL

Overview:

The home at 115 E. Ogden Ave experiences difficult areas to keep cool - particularly the 3rd floor office. Additionally, the homeowner reports
the electric bills to be excessive and icicle formation along the south of the home.

Findings:

There are areas where attic air can flow below and around adjacent rooms - effectively increasing the cooling load on those rooms.
Halting this air flow, sealing other leaks to the attics, increasing insulation levels in some areas and limiting solar heat load with a radiant
barrier are necessary to make the home comfortably cool in the summer. Ducts in the attic areas should also be secured, sealed and
insulated.

The electric usage would need to be analyzed by monitoring power usage throughout the home. Considering the amount of electronic
equipment in the home that appears to be ON constantly, the reported power bills may not be far out of line.

Limiting heat loss to the attic should limit icicle formation, however, further investigation of the patterns of icicle formation is necessary
to layout a definitive course of action to correct this condition.This Summary is not the entire report. The complete report may include
additional information of concern to the customer. It is recommended that the customer read the complete report.

2. Combustion Appliance Zone CAZ

2.5 Worst Case Depressurization using the home's mechanical ventilation equipment

Unsafe

Atmospherically vented combustion appliances are susceptible to exhaust spillage because they do not
create a strong draft. A strong negative pressure (ie. air being sucked into the return ducts at the open
filter slot) can draw air down the flue causing its exhaust to spill into the home. We created a Worst Case
Depressurization of -4.7 Pa by using the home's exhaust fans & air handler and closing certain doors. This
should be within the limit of =2 Pa, but the Worst Case Depressurization exceeded the allowable
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2. Combustion Appliance Zone CAZ

limit. This means that natural draft appliances have a greater probability of spilling exhaust gasses into
the home. A follow-up Combustion Safety Test should be completed after any air sealing work or changes
to the mechanical or ventilation systems.

2.8 Water Heater #1 CO at Steady State

Unsafe

CO Output Test: The CO output of the water heater at steady state temperature was measured at 48
ppm. CO less than 25 ppm is ideal. 26-100 ppm recommends a cleaning and adjustment. 100+ ppm
requires the unit be thoroughly serviced, cleaned and adjusted by a qualified technician.

2.12 Combination Spillage Test

Unsafe

Spillage Test Results: A combination spillage test (simultaneous start up) was conducted on the
commonly vented water heaters under Worst Case Depressurization. According to BPI Technical Standards,
gas appliances may spill fumes for up to 60 seconds upon start up. When fired simultaneously, the
commonly vented water heaters spilled beyond 60 seconds and "EAILED" the spillage test.
Immediate steps should be taken to stop the exhaust fumes from entering the home.

Spillage Test Results: Because the commonly vented appliances Failed under Worst Case
Depressurization, a second combination spillage test (simultaneous start up) was conducted on the water
heaters under Natural Conditions. The commonly vented appliances "Passed" the spillage test under Natural
Conditions (fans 'off', air handler 'off' and interior doors 'open'). Recommend avoid creating the Worst
Case Depressurization and take additional steps to reduce the likelihood of exhaust spillage.

The largest contributing factor leading to combination spillage was all of the exhaust fans being ON at the
same time. In the short term, limit the number of exhaust fans (and fireplaces) ON simultaneously and
install a CO monitor near the water heaters to catch high CO should the units spill exhaust.

The long term solution is to upgrade the water heaters to power vented or sealed combustion units to
eliminate the risk of exhaust spillage.

3. Heating / Cooling Performance

3.2 Water Heater Performance
Repair or Replace

| The water heaters are atmospherically vented and susceptible to exhaust spillage. The units are 5 years
old and a little less than half way through their effective life.

Should a repair costing more than $200 be needed or the units starts to leak, strongly recommend
upgrading to power vented or sealed combustion, tanked or tankless, water heaters. These units provide
greater efficiency and combustion safety for a marginally greater cost (while heating water to 120 degrees,
the existing units exhaust 660 degree air in order to carry away exhaust gases). Sealed combustion,
tankless units can supply an 'endless' stream of hot water.

4. Building Enclosure Performance/Ventilation

4.10 Other Safety Items

Action Recommended

The window well along the west side of the home has a dead turtle. Recommend it be removed to limit
further pests and odors.
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Prepared Using HomeGauge http://www.HomeGauge.com : Licensed To Insight Property Services, Inc.
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Building Durabilit

X

OPERTY SERVICES INC.

Customer
T. Smith

Address

115 E. Ogden
Naperville IL

4. Building Enclosure Performance/Ventilation

4.6 Exhaust Fans (bathroom, dryer, etc.) and venting

Action Recommended

4} It is recommended that every bathroom with a tub or shower have a high-quality, quiet (<1.5 sones),
80+cfm exhaust fan installed, exhausted to the outdoors by way of insulated ducting through a roof
mounted, dampered vent. The bathroom fans move 30-40 cfm, about 1/2 the recommended capacity to
remove moisture from showers or baths.

Bedroom #3's bathroom fan is moving less than 10 cfm. Recommend the fan be upgraded and the line
checked for obstructions before air sealing or insulating the attic.

5. Exterior Moisture Management

5.1 Flashings, Gutters and Drainage

Repair or Replace
4} (2) Debris on panned areas below windows retain moisture and rots wood trim. Recommend these areas
be cleaned regularly so water may drain away properly.

6. Air Control Layers

6.8 Air seal around washing machine connections or dryer vent pipe
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6. Air Control Layers

Repair or Replace

4} The dryer vent is not sealed well to the roof mounted, dampered vent, allowing moist dryer exhaust and
lint to enter the attic. This connection should be secured and properly sealed.

7. Thermal Layer

7.3 Window condition/integrity
Repair or Replace

4 The casement windows in the home have not been finished on the top and bottom of the sashes. This raw
wood will absorb moisture and degrade quickly, significantly shortening the life of the windows. Strongly
recommend having all wood components of the windows properly sealed (clear wood sealer or primer &
paint).

Prepared Using HomeGauge http://www.HomeGauge.com : Licensed To Insight Property Services, Inc.
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Workscope Phase 1

k PROPERTY SERVICES INC.

Customer
T. Smith

Address

115 E. Ogden
Naperville IL

3. Heating / Cooling Performance

3.1 Cooling Performance
Inspected

A, (2) The AC line set should be insulated to ensure proper and efficient function. As the refrigerant gases
warm from lack of insulation the compressor must work harder to cool and compress the gas. Recommend
the line be cleared of mulch and re-insulated.

3.6 Duct Leaks (Outside of Conditioned Space)
Repair or Replace

A, The reconnected duct is falling off. The inner liner should have been secured with a zip-tie, sealed with
mastic and the insulation and outer liner secured with a zip-tie as well. Recommend contracting with a new
BPI Accredited HVAC contractor who will make proper repairs the first time.

Recommend:
BEERY Heating and Cooling 630-878-0882

Thompson Bros. Construction: 630-254-9745 Air sealing, insulating, duct sealing, electrical and misc
repair work

4. Building Enclosure Performance/Ventilation

4.3 Air Sealing and Mechanical Ventilation
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4. Building Enclosure Performance/Ventilation

4.4

4.7

Action Recommended

The home is fairly tight at about 1 air change every 5.31 hours. At 1 air change every 4 hours, a home
needs balanced mechanical ventilation in order to provide adequate fresh air exchange. This would come in
the form of a energy recovery ventilator (ERV). This unit exhausts stale air and intakes fresh air at a
1:1 ratio while recovering 70%+ of the heat and humidity from the exhausted air. Failing to install a
fresh air ventilation unit on a tight home will result in decreased indoor air quality and potential
health issues.

Room Pressure Test (leaks to outside) during Blower Door test

Action Recommended

With the home depressurized to -50 Pa, rooms were closed and the pressure difference measured tells how
much pressure relief is resulting from leaks to the outside. 0 is no leaks. 50 is "open door" leaky.

While most rooms showed some evidence of air leakage during the blower door test, the master bedroom,
closet and bathroom showed the greatest air leakage. The master suite has multiple connections to the
attic by way of can lights, speakers, outlets, bath fans and other electrical boxes.

While it was not possible to measure the pressure (leakage) in the 3rd floor office, the furnace closet was
quite leaky as were the can lights, multiple outlets, phone & cable jacks. Comprehensive air sealing efforts
in the attics and below the office and master closet floors will result in a significant improvement in
comfort.

Exhaust hood for gas cooktops/stove and vented to the outside

Action Recommended

The exterior vent termination does not stay closed, allowing air drafts through the range hood inside.
Recommend the vent be cleared of obstructions and made to close completely.

6. Air Control Layers

6.0

A

6.1

6.2

6.3

Recessed lights (regarding safely insulating, air sealing or replacing with IC Rated)
Repair or Replace

The can lighting in the home is extremely leaky. Installing airtight boxes, made of either metal, drywall, or
foam board, seals air leaks around a heat-producing recessed light fixture. The box should be large enough
to leave a 4" gap on all sides to allow heat from the fixture to dissipate. The main focus of effort is to seal
all can lights and fixtures to the 3rd floor office and those in the master bathroom & closet.

Air seal the attic top plates, electrical and plumbing penetrations

Repair or Replace

Signs of condensation in the attic are evidence that warm air is leaking into the attic where the humidity
condenses on nails, sheathing and any other cold surfaces. Penetrations in the form of plumbing, vacuum
lines, electrical conduit, boxes and fixtures should be exposed and sealed before additional insulating.

Seal/Insulate Attic Access

Repair or Replace

The four attic hatches (and plumbing access in the master closet wall) should be air sealed and insulated.
The casing should be caulked at all corners & seams. Weather strip should be installed where the cover sits
on the casing. The cover should have 8" of foam board fastened, resulting in an R-40 assembly.

Air/thermal boundary alignment issues (i.e. cantilevered floors)

Repair or Replace

The joist spaces below both the 3rd floor office and the master closet are open to attic air flow. This is a
large contributor to the difficulty in cooling the office and the master closet. Hot attic air is free to flow
completely around the room, increasing the effective cooling load.
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6. Air Control Layers

6.4

6.5

The office floor joists may be sealed off with rigid foam board sealed at the perimeter in line with the
insulated walls above (the space below the floor is conditioned and does not need to be insulated).

The master closet floor joists had been insulated but an air gap was left between the top of the insulation
and the bottom of the floor - allowing hot attic air to flow through the spaces. Because the space below is
outside of conditioned space (garage), the floor joists should be dense-packed with cellulose to completely
fill the space - eliminating the possibility of insulation settling and air gaps opening.

Rim Joist insulation and air sealing perimeter of floor system

Repair or Replace

While the rim joists have been insulated with wet-applied cellulose, there is air leakage at penetrations to
the outside. Recommend these areas be covered with an air impermeable material (foam board or
cardboard to keep the cellulose in place) and sealed with spray foam.

Frame wall insulation (open to attic)

Repair or Replace

(1) Any vertical walls exposed to attic spaces should be insulated to an R-38, just like the horizontal
surfaces. Layers of foam board would add R-5 per inch to the walls (6" recommended) and provide an air
seal when the seams are taped and perimeter is sealed. This would be complicated due to the rather small
access holes, requiring all the foam sheathing to be cut down to fit through.

Alternately, Tyvek (house wrap) may be sealed to the base of a wall section, R-30 batt insulation fastened
to the wall framing, against the existing insulation and the house wrap pulled over and sealed at the
perimeter to create and insulated and air tight assembly.

(2) A radiant reflector applied to the underside of the roof framing would serve to reflect radiant heat from
the hot roofs in the summer and help keep heat in during the cold winter months. Radiant heat gain of the
ducts in the attic greatly increases the cooling load and decreases comfort in the upper floors.

The underside area of the roof is about 5400 ft2. Because some roof areas are not accessible, this should
be the upper limit of material needed.

Recommend:

Murphy's Windows 800-640-6873

7. Thermal Layer

7.0

A

Recommended additional attic insulation

Repair or Replace

The attic currently has cellulose insulation in some areas at about R-25 (below the current code minimum
of R-38) & R38 in more than half the attic. Recommend the attic be insulated to a more cost effective R
50-60 with blown cellulose, only after air sealing and attic ventilation issues have been completed.

The following images show where either air flow or deficient insulation is allowing attic heat to affect the
conditioned space. Step 1 is to seal areas of air flow and Step 2 is adding additional insulation to the tops
& sides of the tray ceilings and other areas of thin insulation.

Recommend:
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7. Thermal Layer

Thompson Bros. Construction: 630-254-9745 Air sealing, insulating, duct sealing, electrical and misc repair
work

Smart Sealed Insulation: 773-283-9000 Air sealing, insulating, duct sealing

Building Analysts are not required to report on the following: Life expectancy of any component or system; The causes of the need for a
repair; The costs of corrections; Any component or system that was not observed; The presence or absence of pests such as wood
damaging organisms, rodents, or insects; or Cosmetic items, underground items, or items not permanently installed. Building Analysts
are not required to: Offer warranties or guarantees of any kind; Calculate the strength, adequacy, or efficiency of any system or
component; Enter any area or perform any procedure that may damage the property or its components or be dangerous to the Building
Analyst or other persons; Operate any system or component that is shut down or otherwise inoperable; Operate any system or
component that does not respond to normal operating controls; Disturb insulation, move personal items, panels, furniture, equipment,
plant life, soil, snow, ice, or debris that obstructs access or visibility; Determine the presence or absence of any suspected adverse
environmental condition or hazardous substance, including but not limited to mold, toxins, carcinogens, noise, contaminants in the
building or in soil, water, and air; Determine the effectiveness of any system installed to control or remove suspected hazardous
substances; Predict future condition, including but not limited to failure of components.

Prepared Using HomeGauge http://www.HomeGauge.com : Licensed To Insight Property Services, Inc.
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1. Owner/Occupant Interview

Styles & Materials

Smith

Are you able to provide Insight

with floor plans of your home?:
Yes

How many people live in your
home?:
1

What structural changes have

been done and about when?:
No

Descripiton : Basement finished 2008

Are there any hot spots in the

home? Where?:
Yes
Office

Have you ever noticed ice
damming or icicles?:

Yes

South

Are there any open fireplaces
gas logs or un-vented
appliances in the home?:

Yes

Fireplace

Description : 1 Family room, 2 gas,
Ventless in basement

Does anyone in your home have

frequent headaches?:
No

Do you humidify your home in
winter?:

Yes

Extra Info : Central

Do you have any existing mold
mildew or excessive moisture
concerns?:

No

Approximately how old is

your home?:
2005

How many bedrooms and
bathrooms?:

4 bed

5 bath

2 half baths

Do you plan on any
extensive remodeling or

additions to the home?:
No

Are there any cold spots in
the home? Where?:
Yes

Description : West side

Do you have pets indoors?:

2 dogs

Do you smoke tobacco

products indoors?:
No

Do you feel like you have
excessive dust in your

home?:
No

Do your windows sweat in
summer or winter?:
Summer

Winter

Extra Info : Light

2. Combustion Appliance Zone CAZ

Approximately how long have
you lived in your home?:
6 years

Do you plan to stay in your

home for 5 years or more?:
Yes

Do you have any energy bill
concerns?:

Cooling during summer
Electric bill

Do you feel like your home is

drafty? Where?:
No

Are there pet access doors to
the outside?:
No

Do you sometimes smell sewer

soil or musty odors?:
No

Does anyone in your home
experience dry sinuses in
winter?:

Yes

Extra Info : skin

Have you noticed any
additional (non-window)

condensation in your home?:
No

115 E. Ogden
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Styles & Materials

CAZ Location (s): Outside Temperature: Minimum Draft Pressure:
Basement 73 degrees F -0.9 pascals

CAZ Depressirization Limit Worst Case CAZ Water Heater #1 Temperature at
(BPI Table): Depressurization: Steady State:

-2 pascals -3.1 pascals 660 degrees F

Water Heater #1 CO ppm at Water Heater #1 Draft Water Heater #2 Temperature at
Steady State: Pressure Reading: Steady State:

48 ppm -1.9 pascals 660 degrees F

Water Heater #2 CO ppm at Water Heater #2 Draft

Steady State: Pressure Reading:

25 ppm -2.9 pascals

2.0 Baseline CO (outside main entrance of home)
Inspected

The baseline test for carbon monoxide outside your home was O ppm.

2.1 Measurement of CO (ppm) upon entering home
Inspected

The baseline test for carbon monoxide inside your home was O ppm.

2.2 Combustion appliance minimum required Draft Pressure
Inspected
This test is conducted indoors but is based on the outside temperature and determines a minimum draft test
limit for the venting capability of the combustion appliances inside at the CAZ (Combustion Appliance Zone).
The Minimum draft test limit used on this home at time of inspection is -0.9 (Pa).

2.3 CAZ Depressurization limit
Inspected

The Depressurization Limit of your Combustion Appliance Zone (CAZ) is =2 Pa. This number is determined by
the type or types of combustion appliances in your home and how they are currently vented. Using BPI
Standards (Building Performance Institute), the number given (in units of air pressure called Pascal or Pa) is
the maximum depressurization allowed in the combustion appliance zone under a worst case scenario. The
Building Analyst, using the home's exhaust fans, air handler and doors, created a scenario that generated the
most negative pressure possible near the gas appliances in order to determine if your appliances will continue
to remove their toxic exhaust to the outdoor air, or if they will spill exhaust and CO back into your home.

2.4 CAZ Base Pressure (WRT outside)
Inspected

The Baseline for this Combustion Appliance Zone (CAZ) test is -0.2 Pa. This number was obtained by using the
Manometer in the CAZ with reference to the outside. This number is used to determine the Net Worst Case
Depressurization.

2.5 Worst Case Depressurization using the home's mechanical ventilation equipment
Unsafe

Atmospherically vented combustion appliances are susceptible to exhaust spillage because they do not create a
strong draft. A strong negative pressure (ie. air being sucked into the return ducts at the open filter slot) can
draw air down the flue causing its exhaust to spill into the home. We created a Worst Case Depressurization of
-4.7 Pa by using the home's exhaust fans & air handler and closing certain doors. This should be within the
limit of -2 Pa, but the Worst Case Depressurization exceeded the allowable limit. This means that
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natural draft appliances have a greater probability of spilling exhaust gasses into the home. A follow-up
Combustion Safety Test should be completed after any air sealing work or changes to the mechanical or
ventilation systems.

2.6 Water Heater #1 Spillage Test
Inspected
Spillage Test Results: A spillage test was conducted on the water heater under Worst Case Depressurization.
According to BPI Technical Standards, combustion appliances may spill fumes for up to 60 seconds upon start
up. Your water heater "Passed" the spillage test under Worst Case Depressurization.

2.7 Water Heater #1 Draft Test
Inspected
Minimum Draft Pressure Test: This test is to determine if there is enough "draw" or negative pressure that
will remove the toxic exhaust fumes in the flue of the water heater to the outdoor air. The Draft Pressure
reading on the water heater during "Worst Case Depressurization"” was -1.9 Pa. This number should
be more negative than the Minimum Required Draft Pressure of -0.9 Pa.

The Draft test on the water heater passes and draft pressure is venting the exhaust safely to the outdoors as
intended.

2.8 Water Heater #1 CO at Steady State
Unsafe
CO Output Test: The CO output of the water heater at steady state temperature was measured at 48 ppm.
CO less than 25 ppm is ideal. 26-100 ppm recommends a cleaning and adjustment. 100+ ppm requires the
unit be thoroughly serviced, cleaned and adjusted by a qualified technician.
2.9 Water Heater #2 Spillage Test
Inspected
Spillage Test Results: A spillage test was conducted on water heater #2 under Worst Case Depressurization.
According to BPI Technical Standards, combustion appliances may spill fumes for up to 60 seconds upon start
up. The "Passed" the spillage test under Worst Case Depressurization.
2.10 Water Heater #2 Draft test
Inspected
Minimum Draft Pressure Test: This test is to determine if there is enough "draw" or negative pressure that
will remove the toxic exhaust fumes in the flue of water heater #2 to the outdoor air. The Draft Pressure
reading during "Worst Case Depressurization” was -2.9 Pa. This number should be more negative than
the Minimum Required Draft Pressure of -0.9 Pa.

The Draft test on water heater #2 PASSES and draft pressure is venting the exhaust safely to the outdoors
as intended.

2.11 Water Heater #2 CO at Steady State
Inspected
CO Output Test: The CO output of the at steady state temperature was measured at 25 ppm. CO less than
25 ppm is ideal. 26-100 ppm recommends a cleaning and adjustment. 100+ ppm requires the unit be
thoroughly serviced, cleaned and adjusted by a qualified technician.

2.12 Combination Spillage Test
Unsafe

Spillage Test Results: A combination spillage test (simultaneous start up) was conducted on the commonly
vented water heaters under Worst Case Depressurization. According to BPI Technical Standards, gas
appliances may spill fumes for up to 60 seconds upon start up. When fired simultaneously, the commonly
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vented water heaters spilled beyond 60 seconds and "EAILED" the spillage test. Immediate steps
should be taken to stop the exhaust fumes from entering the home.

Spillage Test Results: Because the commonly vented appliances Failed under Worst Case Depressurization,
a second combination spillage test (simultaneous start up) was conducted on the water heaters under Natural
Conditions. The commonly vented appliances "Passed" the spillage test under Natural Conditions (fans 'off’,
air handler 'off' and interior doors 'open'). Recommend avoid creating the Worst Case Depressurization and
take additional steps to reduce the likelihood of exhaust spillage.

The largest contributing factor leading to combination spillage was all of the exhaust fans being ON at the
same time. In the short term, limit the number of exhaust fans (and fireplaces) ON simultaneously and
install a CO monitor near the water heaters to catch high CO should the units spill exhaust.

The long term solution is to upgrade the water heaters to power vented or sealed combustion units to
eliminate the risk of exhaust spillage.

2.12 Picture 1

2.13 Gas Meter/Pipe leaks (outside)
Inspected

2.14 Gas Meter/Pipe leaks (inside)
Inspected

2.15 Chimney, Flue & Vent Piping (gas water heaters or heat systems)
Inspected

2.16 Duct Leakage Effecting CAZ Pressures (Filter Covers, Return/Supply Grills, Leaks, etc)
Inspected

2.17 Smoke Detector
Inspected
The average service life of a smoke detector is 10 yrs. Be sure to replace batteries yearly and replace the
units entirely after 10 years. Recommend one smoke detector per floor and one within 15 feet of the bed
rooms.

2.18 CO Detector
Inspected
The average service life of a carbon monoxide detector is 2-3 yrs. Be sure to replace batteries yearly and
replace the units entirely after 3 years. Recommend one CO detector near each CO source (water heater/
furnace, kitchen) and one within 15 feet of the bed rooms.
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3. Heating / Cooling Performance

Smith

Styles & Materials

Number of Heat Systems (excluding wood):
Two

Heating System Brand (Model & Age):
INT. COMFORT

Model #; Age(MFR Date) :
(UPSTAIRS)T9MPD100J14B1; DECEMBER 2004
(DOWNSTAIRS)TOMPD125L20B1; SEP 2003

Heating System AGA Venting category:

4 (+ pressure, condensing, mfr-special vent, over 93%
efficient)

Sealed Combustion (gets air from outside)

Ductwork:
Insulated
and
Non-insulated

Central Air Manufacturer:

SEARS

TEMPSTAR

Model # : TCAO36AKC4, N2A336AKA200

Water Heater Manufacturer (Model # &
Age):

BRADFORD WHITE

Model #; Age(MFR Date) : 1)M175S6BN12;2005 2)
UI75S6BN12; 2005

Number of Operable Fireplaces:
Four

Heating System
Type(s):
Forced Air
Heating System

Efficiency (AFUE):
90%-100%

Filter Type:
Disposable

Cooling Equipment

Type:
Forced air - split system

Water Heater

Location:
Basement

Water Heater
Capacity:

75 Gallon

BTU : 7,600

Types of Fireplaces:

Solid Fuel/ Wood
Vented gas logs
Non-vented gas logs
Extra Info : 1 wood

burning, 1 non-vented gas,

2 vented gas

Heating System Energy
Source(s):
Natural gas

Heating System Capacity
(Btu):

100,000

125,000

BTUs : UPSTAIRS 100,000
DOWNSTAIRS 125,000

Filter Size:
20x25

Cooling Equipment
Energy Source:
Electricity

Water Heater Power

Source:
Gas (quick recovery)

Water Heater AGA
Venting category:

1 (- pressure, non-condensing,
standard venting, 56% or less
efficient)

Open Combustion (gets air from
the CAZ)

3.0 Heating Performance
Inspected

The furnaces are about 6 years old and seems to be functioning well. Recommend the filters be changed
regularly (as often as once a month with dogs in the home) and the units be serviced regularly (twice a year)

to ensure continued proper function.

Evaluating the central humidifiers for proper function is outside the scope of this assessment. Have them
checked during regular servicing of the HVAC systems.

Recommend:

115 E. Ogden
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BEERY Heating and Cooling 630-878-0882

3.0 Picture 1 3rd floor furnace/ 3.0 Picture 2 Bsmt & 1st Fir
AC Furn/AC

3.1 Cooling Performance
Inspected
(1) The air conditioners are about 6 years old, of an estimated life span of 20 yrs. Recommend the units be
regularly cleaned and serviced.

3.1 Picture 1 3.1 Picture 2

A (2) The AC line set should be insulated to ensure proper and efficient function. As the refrigerant gases warm
from lack of insulation the compressor must work harder to cool and compress the gas. Recommend the line
be cleared of mulch and re-insulated.
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...... bl o i
3.1 Picture 3
3.2 Water Heater Performance
Repair or Replace
The water heaters are atmospherically vented and susceptible to exhaust spillage. The units are 5 years old
and a little less than half way through their effective life.

Should a repair costing more than $200 be needed or the units starts to leak, strongly recommend upgrading
to power vented or sealed combustion, tanked or tankless, water heaters. These units provide greater
efficiency and combustion safety for a marginally greater cost (while heating water to 120 degrees, the existing
units exhaust 660 degree air in order to carry away exhaust gases). Sealed combustion, tankless units can
supply an 'endless' stream of hot water.

3.2 Picture 1 3.2 Picture 2
3.3 Normal Operating Controls
Inspected

3.4 Automatic Safety Controls
Inspected

3.5 Filter Effectiveness
Inspected
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3.6 Duct Leaks (Outside of Conditioned Space)
Repair or Replace

A The reconnected duct is falling off. The inner liner should have been secured with a zip-tie, sealed with mastic
and the insulation and outer liner secured with a zip-tie as well. Recommend contracting with a new BPI
Accredited HVAC contractor who will make proper repairs the first time.

Recommend:
BEERY Heating and Cooling 630-878-0882

Thompson Bros. Construction: 630-254-9745 Air sealing, insulating, duct sealing, electrical and misc repair
work

Styles & Materials

4. Building Enclosure Performance/Ventilation

Condtioned Space Volume (ft3): Conditioned Space Floor Blower Door
101,958 Cubic Feet Area (ft2): Diagnostics:
9,705 Square Feet Measurement at CFM50=
4,500

Natural Air Changes per
hour= 0.19 CFMn

Hours per Air Change = 5.31

hours
MVR Minimum Ventilation Requirement Attic Ventilation: Range Hood Exhaust:
ASHRAE 62.2- 2007: Soffit Vents Exhausts To Outside

Option 1: CFM Fan Flow using MVG 135 CFM Fixed ("mushroom") vents

Total Mechanical Exhaust Capacity CFM:
Mechanical Exhaust Capacity = 269 CFM

4.0 Rough outline of Air/Thermal boundary
Surveyed
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The "Thermal Boundary" of your home is what separates the conditioned air inside from the outside air, attic or
attached garage. Typically the thermal boundary is made up of an air control layer (like gypsum board) and a
thermal control layer (insulation). A thermal boundary has 6 sides (top, bottom, front, back and two sides).
Anywhere along the thermal boundary that is not aligned properly (meaning air control layer or thermal control
layer, missing or not in tact) energy loss can occur. Energy loss (money) can be heating or cooling and can be
significant as breaks in the thermal boundary can allow air leaks through house pressures and heat flow

through conduction. It is important to preserve the thermal boundary and air seal and insulate when
remodeling.

\
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4.0 Picture 1 4.0 Picture 2
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4.0 Picture 3 4.0 Picture 4

4.1 Home Air Leakage measurement (CFM@50)
Surveyed

The blower door measured 4,500 CFM50 of air being pulled in through air leaks in your home's Building
Envelope. This air is coming in through gaps, cracks, cavities in and around the components that make up the
home's Building Envelope (which is typical of all homes that have not been air sealed). A conversion calculation
was done to estimate your home's "Natural" Air Changes per Hour of 0.19 ACHn. The entire volume of air in

you home is exchanged approximately once every 5.31 hour(s). The goal is 1 air change every 3 hours or .35
ACHnN.

General Scale of NATURAL
AIR CHANGES PER HOUR

LEAKY HOME 1.0 5 50 35 75 AR-TIGHT HOME
4.1 Picture 1

4.2 Minimum Ventilation Requirement (MVR) - Safety Concerns
Surveyed

MVR for this building = 135 cfm of continuous air flow
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The Minimum Ventilation Requirement (MVR) is a humber of cubic feet per minute (cfm) of air the
building needs to be safe and habitable for the occupants. It is derived from a formula based on several factors
such as the volume of the home; number of occupants, geographic area, exposure to wind etc. and the larger
cfm number is used as the MVR. A home can be sealed as tight as possible as long as you have continuous
mechanical ventilation of at least the minimum CFM as described above.

4.3 Air Sealing and Mechanical Ventilation
Action Recommended

“  The home is fairly tight at about 1 air change every 5.31 hours. At 1 air change every 4 hours, a home
needs balanced mechanical ventilation in order to provide adequate fresh air exchange. This would come in
the form of a energy recovery ventilator (ERV). This unit exhausts stale air and intakes fresh airat a 1:1
ratio while recovering 70%+ of the heat and humidity from the exhausted air. Failing to install a fresh air
ventilation unit on a tight home will result in decreased indoor air quality and potential health
issues.

4.4 Room Pressure Test (leaks to outside) during Blower Door test
Action Recommended

A With the home depressurized to -50 Pa, rooms were closed and the pressure difference measured tells how
much pressure relief is resulting from leaks to the outside. 0 is no leaks. 50 is "open door" leaky.

While most rooms showed some evidence of air leakage during the blower door test, the master bedroom,
closet and bathroom showed the greatest air leakage. The master suite has multiple connections to the attic by
way of can lights, speakers, outlets, bath fans and other electrical boxes.

While it was not possible to measure the pressure (leakage) in the 3rd floor office, the furnace closet was quite

leaky as were the can lights, multiple outlets, phone & cable jacks. Comprehensive air sealing efforts in the
attics and below the office and master closet floors will result in a significant improvement in comfort.
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4.4 Picture 2
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4.4 Picture 3
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4.4 Picture 6
4.5 Room Pressure test with Air handler
Surveyed
No significant pressure imbalances were found in the rooms while the air handler was running.

4.6 Exhaust Fans (bathroom, dryer, etc.) and venting
Action Recommended

E1 It is recommended that every bathroom with a tub or shower have a high-quality, quiet (<1.5 sones), 80+cfm
exhaust fan installed, exhausted to the outdoors by way of insulated ducting through a roof mounted,

dampered vent. The bathroom fans move 30-40 cfm, about 1/2 the recommended capacity to remove
moisture from showers or baths.

Bedroom #3's bathroom fan is moving less than 10 cfm. Recommend the fan be upgraded and the line
checked for obstructions before air sealing or insulating the attic.
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attic

exhaust fan

4.6 Picture 1

4.7 Exhaust hood for gas cooktops/stove and vented to the outside
Action Recommended

A The exterior vent termination does not stay closed, allowing air drafts through the range hood inside.
Recommend the vent be cleared of obstructions and made to close completely.

4.7 Picture 1 4.7 Picture 2

4.8 Modify Attic Ventilation
Surveyed

4.9 Pests In Attic
Not Present
4.10 Other Safety Items
Action Recommended
The window well along the west side of the home has a dead turtle. Recommend it be removed to limit
further pests and odors.
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4.10 Picture 2

5. Exterior Moisture Management

Styles & Materials

Viewed roof covering from: Roof Covering: Roof Covering Color:
Ground Architectural Medium
Binoculars
Chimney (exterior): Siding Style: Siding Material:
Metal Flue Pipe Lap Wood
Brick Full brick
Foundation:

Poured concrete

5.0 Roof Covering and Penetrations
Inspected

5.1 Flashings, Gutters and Drainage
Repair or Replace
(1) The gutters are in fair condition and seem to be managing rain water effectively. Recommend monitoring
during rain events to determine whether additional downspouts are needed (wherever rain is spilling over
gutters).
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5.1 Picture 1 Dirt splash from gutters 5.1 Picture 2
spilling over

4 (2) Debris on panned areas below windows retain moisture and rots wood trim. Recommend these areas be
cleaned regularly so water may drain away properly.

5.1 Picture 3

5.2 Siding and Trim
Inspected
While most of the siding and window trim is caulked well, there are some areas near the NW corner of the
home where the caulk has a few gaps. Suggest these areas be caulked to ensure water does not penetrate the
wall assembly.
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5.2 Picture 1 5.2 Picture 2 5.2 Picture 3

5.2 Picture 4

5.3 Porch Stoop/Flooring or Steps allowing water to enter the building
Not Present

5.4 Foundation/Slab showing evidence of ground water intrusion
Not Present

5.5 Sump pump
Inspected

6. Air Control Layers

Styles & Materials

Ceiling Materials: Wall Material: Floor Material:
Drywall Drywall Concrete Slab (Lower Level)
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6.0 Recessed lights (regarding safely insulating, air sealing or replacing with IC Rated)
Repair or Replace

A The can lighting in the home is extremely leaky. Installing airtight boxes, made of either metal, drywall, or
foam board, seals air leaks around a heat-producing recessed light fixture. The box should be large enough to
leave a 4" gap on all sides to allow heat from the fixture to dissipate. The main focus of effort is to seal all can
lights and fixtures to the 3rd floor office and those in the master bathroom & closet.

drywall box

.. recessad “Eﬂt fixture
e,

ol .,'..'I':J}. lid
i,

6.0 Picture 2

6.0 Picture 1

6.1 Air seal the attic top plates, electrical and plumbing penetrations
Repair or Replace

A Signs of condensation in the attic are evidence that warm air is leaking into the attic where the humidity
condenses on nails, sheathing and any other cold surfaces. Penetrations in the form of plumbing, vacuum
lines, electrical conduit, boxes and fixtures should be exposed and sealed before additional insulating.
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6.1 Picture 1 Condensation stains 6.1 Picture 2 Condensation stains

6.1 Picture 3 Seal penetrations to attic

6.1 Picture 4

6.1 Picture 5

6.2 Seal/Insulate Attic Access
Repair or Replace

“  The four attic hatches (and plumbing access in the master closet wall) should be air sealed and insulated. The
casing should be caulked at all corners & seams. Weather strip should be installed where the cover sits on the
casing. The cover should have 8" of foam board fastened, resulting in an R-40 assembly.
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Attic lnsulation

Ceiling Raﬁers\
Ridged Foam — R

Insulation
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Foam VWeather Stripping

Molding
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6.2 Picture 1

6.2 Picture 2

6.2 Picture 3

6.3 Air/thermal boundary alignment issues (i.e. cantilevered floors)

Repair or Replace

A, The joist spaces below both the 3rd floor office and the master closet are open to attic air flow. This is a large
contributor to the difficulty in cooling the office and the master closet. Hot attic air is free to flow completely
around the room, increasing the effective cooling load.

The office floor joists may be sealed off with rigid foam board sealed at the perimeter in line with the insulated
walls above (the space below the floor is conditioned and does not need to be insulated).

The master closet floor joists had been insulated but an air gap was left between the top of the insulation and
the bottom of the floor - allowing hot attic air to flow through the spaces. Because the space below is outside
of conditioned space (garage), the floor joists should be dense-packed with cellulose to completely fill the
space - eliminating the possibility of insulation settling and air gaps opening.

115 E. Ogden
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-
6.3 Picture 3 Air gap under floor 6.3 Picture 4 Air space below master closet
floor

6.3 Picture 5 Warm air flow under 6.3 Picture 6
floor

6.4 Rim Joist insulation and air sealing perimeter of floor system
Repair or Replace

A While the rim joists have been insulated with wet-applied cellulose, there is air leakage at penetrations to the
outside. Recommend these areas be covered with an air impermeable material (foam board or cardboard to

keep the cellulose in place) and sealed with spray foam.
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6.4 Picture 1 6.4 Picture 2

6.5 Frame wall insulation (open to attic)
Repair or Replace

A (1) Any vertical walls exposed to attic spaces should be insulated to an R-38, just like the horizontal surfaces.
Layers of foam board would add R-5 per inch to the walls (6" recommended) and provide an air seal when the
seams are taped and perimeter is sealed. This would be complicated due to the rather small access holes,
requiring all the foam sheathing to be cut down to fit through.

Alternately, Tyvek (house wrap) may be sealed to the base of a wall section, R-30 batt insulation fastened to
the wall framing, against the existing insulation and the house wrap pulled over and sealed at the perimeter to
create and insulated and air tight assembly.
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6.5 Picture 4

6.5 Picture 3 Exposed closet wall
insulation

6.5 Picture 5 Insulation falling off corner of
wall

A (2) A radiant reflector applied to the underside of the roof framing would serve to reflect radiant heat from the
hot roofs in the summer and help keep heat in during the cold winter months. Radiant heat gain of the ducts
in the attic greatly increases the cooling load and decreases comfort in the upper floors.
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The underside area of the roof is about 5400 ft2. Because some roof areas are not accessible, this should be
the upper limit of material needed.

Recommend:

Murphy's Windows 800-640-6873

6.5 Picture 6

6.6 Air seal Baseboards
Inspected

Baseboard air leakage is detectable in the 3rd floor office and master closet. This should largely be eliminated
by treating attic deficiencies.

6.7 Attached Garage air sealing (Firewall, Combustibles, and VOCs)
Inspected
The wall that separates the garage from inside the home is important to prevent the air in the garage which
may contain pollutants, chemicals etc. from entering the home. All wall penetrations should be sealed with a
fire rated spray foam or caulk. Good garage door seals are critical for keeping harmful exhaust, chemical fumes
and VOCs from entering the home from the garage. Replace and maintain as necessary.

6.8 Air seal around washing machine connections or dryer vent pipe
Repair or Replace

B The dryer vent is not sealed well to the roof mounted, dampered vent, allowing moist dryer exhaust and lint to
enter the attic. This connection should be secured and properly sealed.

.
i il

6.8 Picture 1 Dryer exhaust blowing back
into attic

6.9 Air seal around range hood venting
Inspected
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6.10 Windows: Air leakage, seals and caulking
Inspected
6.11 Exterior doors: Air leakage, weather stripping and seals
Inspected
6.12 Minor air sealing (caulking)
Inspected
6.13 Seal and insulate wall switch and outlet boxes
Inspected
Moderate leakage was detected from switches & outlets and may be eliminated by air sealing electrical
penetrations in the attics. Should any leaks remain, they may be sealed at the outside fixture or by caulking
the electrical box to the drywall and installing foam pads before replacing the wall plates.

7. Thermal Layer

Styles & Materials

Attic Insulation/Effective R-Value: Floor System Insulation R- Window Types:
Blown Value: Double pane
Cellulose UNKNOWN Thermal/Insulated
Good condition Double-hung
R 20-25 Casement
R 35-40 Fixed Frame

Wood

Exterior Entry Doors (non-glass Wall Assembly Materials: Glass Doors (part of
portion): 1/2" Gypsum Board windows):
Wood solid core 1 3/4" R- Value 3.03 Cellulose high density (3.2 per inch) Patio Doors
Metal insulated (Average) R-value 7 2x4 wall construction

1/2" Plywood sheathing
Lap/Bevel

7.0 Recommended additional attic insulation
Repair or Replace

A The attic currently has cellulose insulation in some areas at about R-25 (below the current code minimum of
R-38) & R38 in more than half the attic. Recommend the attic be insulated to a more cost effective R 50-60
with blown cellulose, only after air sealing and attic ventilation issues have been completed.

The following images show where either air flow or deficient insulation is allowing attic heat to affect the
conditioned space. Step 1 is to seal areas of air flow and Step 2 is adding additional insulation to the tops &
sides of the tray ceilings and other areas of thin insulation.

Recommend:

Thompson Bros. Construction: 630-254-9745 Air sealing, insulating, duct sealing, electrical and misc repair
work

Smart Sealed Insulation: 773-283-9000 Air sealing, insulating, duct sealing
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7.0 Picture 2 ~7-8" of cellulose above
bedroom tray ceilings

7.0 Picture 1 12" of cellulose

7.0 Picture 3 ~8" of cellulose (~R-28) above
garage

=\

7.0 Picture 6
7.0 Picture 5 Leaky can lights &
wall registers
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7.0 Picture 11
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7.0 Picture 14
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7.0 Picture 15

7.0 Picture 17

7.0 Picture 16

7.0 Picture 18

7.0 Picture 19
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7.0 Picture 20

7.0 Picture 21

7.0 Picture 22 Return air grille

7.0 Picture 24

7.0 Picture 25
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7.0 Picture 26

7.0 Picture 30 -
7.0 Picture 31 Attic air flowing
under closet floor
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7.0 Picture 34

7.0 Picture 36 Plumbing access open
7.0 Picture 37
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7.0 Picture 38 Bedroom 3

7.0 Picture 40
7.0 Picture 41
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7.0 Picture 42
7.0 Picture 43 Insulation thin at top
of tray

7.0 Picture 44

7.1 Wall cavity insulation (need for dense pack cellulose)
Inspected

7.2 Floor Insulation (over crawlspace or cantilever)
Inspected

7.3 Window condition/integrity
Repair or Replace

1 The casement windows in the home have not been finished on the top and bottom of the sashes. This raw
wood will absorb moisture and degrade quickly, significantly shortening the life of the windows. Strongly
recommend having all wood components of the windows properly sealed (clear wood sealer or primer & paint).
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7.3 Picture 1

7.4 Exterior door condition/integrity
Inspected
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Insight Property Services, Inc

Joe Konopacki

115 E. Ogden Ave.
Ste#117-128
Naperville, IL 60563
630-878-4192
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